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Sample

3 1212612018 1312019 | 1/712019 | 1117/2019
Point

Water from
TARP Wells | 5.1 9.1 9.1 10
(TA-0304)

Waler Afler
AOP/Carbon | 5.6 1.5 6 2.2
(TA-050T)

Water Afier
TARP Air
Towers (TP-
0217)
Potable
Waterditer| 93 | 33 | 24 | <40
Blending
(198R)
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ND = Non Detect
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Typical
GAC
Vessel TA-041A

Middle Sample Por
TA-041B

Lower Sample Port
TA-041C

Bottom Sample Port TA-041T o
(sample tap on opposite side of
vessel)
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Sample Point 11412019 11812019 11152019 112212019
TA-041A <2.0 <2.0 <2.0 <2.0
TA-042A <2.0 <2.0 <2.0 <2.0
TA-043A NS <2.0 <2.0 <2.0
TA-044A NS NS <2.0 <2.0
TA-045A NS NS NS <2.0

ND = Non Detect NS = Not Sampled 2/11/2019
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EPA Health Advisory is 70 PPT - PFOA+PFOS (PPT)

s;?ime 11312019 11712019 111712019 112212019
SP-210 3.2 23 ND ND
SP-790 3 2 ND ND
SP-810 3 24 ND ND
SP-830 26 <20 ND No Data
I 198R 33 24 ND No Data
ND = Non Detect 2/8/2019
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